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SPECIFICATION SHEET
AVC

Cooling Only 
SimplyVAV DDC/BACnet, Option DD
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SEQUENCE OF OPERATION:

1. As space temperature rises above the 
cooling setpoint, the controller increases 
airfl ow. At a space temperature of 2°F 
above the cooling setpoint, maximum cool-
ing airfl ow is maintained. On a decrease in 
space temperature, the controller reduces 
airfl ow. Below cooling setpoint, minimum 
cooling airfl ow is maintained.
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If controllers are to be networked 
together, turn ON  EOL dip switches on 
the controllers at both physical ends of 
the network.  Connect shield to earth 
ground at only one point.

Connect sensor to the RJ-45 jack 
using a max. 75' Ethernet cable.
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NOTES:

1. Controller settings must be initially set 
using an STE-8XXX.

TRANSFORMER

LINE 
 VOLTAGE

 IN 
 BY OTHERS

L1 N

BY CARNES

BY OTHERS

OPTIONAL

Y
E

L

B
LU

E


